
BATESON BUILDING AIRBORNE MOLD SPORES*  -  JUNE 4, 2002 CLEARANCE DATA
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Organism Identification

BATESON BUILDING AIRBORNE MOLD SPORES *- June 4, 2002 - These results show that 
mold levels in the Atrium under containment are equal to the outside mold levels.   Upon 

comparing these mold levels, the Atrium deck achieved mold remediation clearance.  

OUTSIDE CONTROL 2  - 6.04.02 

ATRIUM - S.W. DECK IN
CONTAINMENT
 ATRIUM - S.E. DECK IN
CONTAINMENT
 ATRIUM - N.E. DECK IN
CONTAINMENT
 ATRIUM - N.W. DECK IN
CONTAINMENT
OUTSIDE CONTROL 1- 6.04.02

OUTSIDE CONTROL 2  - 6.04.02 347 0 303 2210 87 0 87 0 0 0 0 43 2123 0

ATRIUM - S.W. DECK IN CONTAINMENT 217 43 260 1083 43 0 43 0 0 0 0 0 390 0

 ATRIUM - S.E. DECK IN CONTAINMENT 43 0 173 693 1777 0 0 0 43 0 130 0 217 43

 ATRIUM - N.E. DECK IN CONTAINMENT 0 43 260 1430 87 0 0 0 43 0 87 0 953 0

 ATRIUM - N.W. DECK IN CONTAINMENT 43 0 173 1517 737 0 0 0 0 0 173 0 477 0

OUTSIDE CONTROL 1- 6.04.02 43 43 260 563 43 0 0 0 0 0 87 0 1213 0
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*Spore Trap, Non-Culturable Collection Analysis


